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Esquema de Comando dos Bancos 
  
    
 
 
  
  
  
 
 
 
 
 
 
 
 
 

V Aux  = 115 Volt 
 
V LL    =  400 Volt 
 
 
 
 
 
 
 
 
 Ka1         = 10 Kvar 
 Ka2          = 20 Kvar 
 
 Ka3         = 20 Kvar 
 

 
 
Total        = 50 Kvar 
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Evaluation notes were added to the output document. To get rid of these notes, please order your copy of ePrint IV now.
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